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one half inch = one foot three quarters inch = one foot

three eighths inch = one foot

one quarter inch = one foot

one eighth inch = one foot
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GENERAL NOTES
1. ALL (E) PLUMBING FIXTURES, ASSOCIATED FLUSH VALVES, AND
STOP VALVES TO REMAIN.
2. ALL (E) ABANDONED PIPING INSIDE (E) WALLS FROM PREVIOUS
g( — — m = — — RENOVATION PROJECTS TO BE DEMOLISHED.
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